REQUIREMENTS:
1. Size and location of interceptor to be approved prior to installation. Min. tank size shall be 750 gal.
2. Interceptor to have:
   a. Sample box
   b. Sanitary tee inside sample box, discharge side
   c. Vent
   d. Cleanout prior to lateral connection
   e. Manhole at each internal baffle tube - no more than 10' between manholes
3. Inspection of interceptor:
   a. All connections to interceptor to be inspected by city prior to backfill.
   b. Interceptor to be filled with water prior to inspection, per manufacturer's instructions or request.
4. All manholes and sample boxes to be installed a minimum of 1/2" above finish. Grade/pavement with a concrete collar a minimum of 18" around all manhole lids and 12" deep.
5. Concrete collar, sample box fittings, and all exterior piping supplied by installer.